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6" TRAN. Coupling
Ductile - AC

8x6 FL X MJ
Reducer
/W MEGA-LUGS

1- 12 x12 TEE
All FL
2- 12" Butterfly Valves
FL x MJ
1- 12x8 FL x FL
Reducer
1- 8" G.V. FL x MJ

New WTR Serv. W-040
Re-Connect to Ex.

12x6 TEE 
MJxFL
1-6" G.V. FL x MJ

12x12
Hot Tap

1-6" 45° Bend
MJ X MJ
/W MEGA-LUGS

1-8" 45° Bend
FL x MJ
/W MEGA-LUGS

Cut Cap
and Block Ex 6" AC at
 three-way valves

Dive 12" under storm then re-connect to    
ex. 12" using bends, mega-lugs & ready rod

Re-connect 
ex hydrant
Install restraints per
hydrant Detail W-010

Storm )

Re-Connect
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6" A C
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1 inch equals 20 feet

Legend
9 9 9 9 9 9 Water (Abandon)

Water (Proposed)
Water Hydrants
Water Mains

escott
Callout
1-12" Butterfly Valve (MJxMJ)
2-12" Sleeves (MJxMJ )
Field located by City
Contractor to install prior to construction of Broadway improvements




