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TIE-IN TO EXISTING 8"USE 8" MJ DUCTILE SLEEVE

REMOVE FIRE HYDRANT AND VALVE
RETURN TO CITYPLUG TEE AT MAIN

RUN 2" CTS POLY FROM MTR ALONG THE SOUTH SIDE OF BUILDINGS, THEN 
TIE-IN TO EXISTING MTR LOCATION REDUCING TO 3/4". 

Sleeve 8" DI for 20'In this area

8" DUCTILEUSE 8"DUCTILE SLEEVE

CONNECT TO EXISTING 8" MJ G.V.

8" 90°BEND W/ 
MEGA-LUGS

HOT TAP12X8

8X6 TEEMJ X FL
6" G.V. FL X MJHYDRANT ASSEMBLY

1 - 8" G.V. FL X MJ8X8 TEE MJ X FL

EXISTING METER

REMOVE TREE

REMOVE FIRE HYDRANT
RETURN TO CITY

REMOVE FIRE HYDRANTRETURN TO CITY

REMOVE FIRE HYDRANTRETURN TO CITY

FULLY VALVED TEE ALLFL 8 X 6
2 - 8" G.V. FL X MJ1 - 6" G.V. FL X MJHYDRANT ASSEMBLY

NEW 5/8 MTR &RE-CONNECT 
TO EXW-040 NEW FIRE HYDRANT8X6 TEE FL X MJ

REMOVE FIRE HYDRANTRETURN TO CITY

8" 90°BEND W/
MEGA-LUGS

REMOVE EXISTING B/OTIE IN TO EXISTING
8" DUCTILE

FULLY VALVED TEE8" TEE ALL FL
1 - 8" MJ PLUG3 - 8" G.V. FL X MJ

TIE -IN POINT8" DI
USE 8" MJ DUCTILE SLEEVE

NEW METER 2"2" CORP
2" MTR SETTERW-050

NEW METER 2"2" CORP
2" MTR SETTERW-050RE-CONNECT

NEW FIRE HYDRANT8X6 TEE FL X MJ

NEW FIRE HYDRANT8X6 TEE FL X MJ
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1 inch = 100 feet

NOTE:  ABANDON ALL AC IN PLACE


